POWER SUPPLY$—{ HEATER
CONTROL INPUTYy—H CONTROLS
WH-1

1

HOT WATER
STORAGE TANK

3

9 ALTERNATE CWS AND/OR DHWR LOCATION

L1

I_____l

=
NOTES: THIS DRAWING SHOWS SUGGESTED PIPING CONFIGURATION. /ﬂ
CHECK WITH LOCAL CODES AND ORDINANCES FOR ADDITIONAL
REQUIREMENTS.
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FPE TEMPERATURE PROTECTION TO HEATER

DOMESTIC HOT WATER FOR 140—160 STORAGE SINGLE TEMP SYSTEM USING ONE
SEALED COMBUSTION HEATER AND ONE VERTICAL STORAGE TANK. INDEPENDENT
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